
Modeled conditions: 
Pana-Staff’s Moweaqua Substation  345 kV in service  
Used existing 138 kV line to Decatur area 
Contingency: Both Oreana 345/138 kV transformers 

	  

     PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS(R)E     WED, NOV 27 2013  14:05 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY 
 2021 SUMMER PEAK CASE, FINAL BUSES WITH VOLTAGE LESS THAN 0.9600: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 348842 4SCLINTON TP138.00  357 0.9572 132.09    348852 4OREANA     138.00  357 0.9090 125.44 
 348853 4ADM NORTH  138.00  357 0.9092 125.47    348862 4N DECATUR W138.00  357 0.9339 128.88 
 348863 4N DECATUR E138.00  357 0.9283 128.11    348864 4N 27TH ST  138.00  357 0.9211 127.12 
 348865 4DECATUR JCT138.00  357 0.9288 128.18    348866 4E MAIN ST  138.00  357 0.9291 128.22 
 348867 4ROUTE 51   138.00  357 0.9317 128.58    348868 4ROUTE 51 TP138.00  357 0.9338 128.87 
 348870 4CATERPILLAR138.00  357 0.9131 126.00    348871 4FARIESPRKWY138.00  357 0.9088 125.41 
 348872 4MT ZION 121138.00  357 0.9186 126.76    348873 4MT ZION PPG138.00  357 0.9232 127.41 
 348877 4COUNTY HY20138.00  357 0.9337 128.85 
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